
               C  THIS DRAWING

       AND THE COPYRIGHT

THEREIN IS THE PROPERTY OF

ENDEAVOUR ENERGY AND

MAY NOT BE COPIED, REPRODUCED,

DISTRIBUTED, LOANED OR USED

WITHOUT THE WRITEN CONSENT OF

ENDEAVOUR ENERGY.

AutoCAD SHX Text
Al. 95mm2 INS CABLE REF DRG 332002

AutoCAD SHX Text
EARTH TEST POINT  CONNECTION TYPE A - DRG 332002 REF NOTE 1

AutoCAD SHX Text
SURGE DIVERTER

AutoCAD SHX Text
NOTES

AutoCAD SHX Text
1). Upon completion of testing, earth test point must be insulated with two half lap layers of PVC insulation tape followed by two half lap layers of pitch and bitumen tape. 2). Install 95mm2 insulated AL cable down droppers for earth up to 300mm above ground level.  Insulate/seal all exposed conductor joints and lugs with LV heat shrink. Ref DRG 332002 3). Earthing construction must comply with earthing design EDI-0006
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