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PVC CONDUIT REMOVET]

1. Upon completion of testing LV and HV earth +test polnts oare to be Iinsulated with two
half lop layers of PVC Insulation tape followed by two half lap layers of pitch and bitumen
tape.

2). Minimum separation to HV electrode and LV electrode to be according to earthing design or

not less than 4m.
3), Ref DRG 332002 (sheet 2>
4), Earthing construction must comply with earthing design EDI-0006

3. Insulate HV Earthing to the required depth underground as per earthing design, ref drg

348246.

6). Ensure all metal work assoclated with the HV earth are covered to prevent contact by

the public as per earthing design,
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