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BLOWOUT AND SAG ARE CALCULATED IN ACCORDANCE
WITH ESAAC(b)1.2003, SECTION 9

IS NOT ATTACHED

MID-SPAN

NOTES:
"X" & "Y" TO BE MEASURED FROM CLOSEST POINT TO ARC
OF SWING FOR SUSPENSION INSULATORS

2.

1.

132kV 66kV 33kV 11kV
"X" 4500 3000 3000 2100
"Y" 3500 2500 2500 1500

132kV 66kV 33kV 11kV LV
"X" 2000 1200 1200 900 500
"Y" 1500 1000 1000 700 100
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