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NOTES

DIMENSIONS FOR 'Y' ARE DETAILED IN MDI 0031 FOR CIRCUITS AT THE SAME STRUCTURE.
 

 

MINIMUM CLEARANCE TO ANY BARE 11KV OR 22KV EQUIPMENT FROM LV CROSSARM IS 1500MM. FOR 
CONSTRUCTIONS INVOLVING DOF, USL, UGOH AND LBS, REFER SHEET 2 FOR MORE DETAIL.

 

 

 

WHERE LV ABC IS INSTALLED, TYPICALLY THE STREET LIGHT SHALL USE A PE CELL OR THE LVABC WILL

 

FOR MORE DETAILS AND OTHER MOUNTING LOCATIONS OF COMMUNICATION CABLES REFER TO MCI 0002

 

 

B
DR'N C.R.T

CH'D C.R.T

DATE 19-07-95

JR No 950099

SED C.H.B.

C
DR'N C.R.T

CH'D C.R.T

DATE 10-12-96

JR No 960080

MPDO C.H.B.

D
DR'N GSF

CH'D GSF

DATE 22-04-09

JR No --

MAE GSF

E
DR'N GSF

CH'D GSF

DATE 27-06-10

JR No --

MDEB GSF

MOUNTING BOLT SEPARATION TABLE (FLAT TERAIN)
MAX 
SPAN

MOUNTING BOLT 
SEPARATION

HVABC
10%

HVABC
15%

LVABC
6%

LVABC
11%

45 1365 X X
60 1820 X X
70 2275 X X
80 2730 X X
85 2730 X X
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STREET 
LIGHTING

REFER STREET LIGHT
DRG 287044 FOR
SPECIFIC CLEARANCES

COMMS REFER
NOTE 4

SUBTRANSMISSION SYSTEM
EARTH (WHEN FITTED) TO
BE COVERED BY
INSULATING BATTEN

LOWEST HV
DISTRIBUTION 
CONDUCTOR

LVABC

LVABC

ENDEAVOUR ENERGY
ADSS COMMS

NON-EE COMMS 
NOTE 4

COMMS REFER
NOTE 4

1500 WAS 1400

SHEET WAS A2

CCT, HVABC & LVABC 

DETAIL ADDED. NEW 

SPACING FOR ALL 

EQUIPMENT. SHEET 

WAS A2P.

SHEET 2 ADDED. NOTE

6 ADDED & COMMS 

MODIFIED. NOTE 3 

REVISED. TABLE 

AMENDED.
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AMENDMENTS

ORIGINAL 

ISSUEA

CH'D

SHEET No.    1    OF    2

CONTAIN AN ADDITIONAL SL CORE

F
DR'N DC

CH'D SD

DATE 24-07-13

JR No --

OH&UG MM D.MATE

NOTES & REFERENCES 

TO NOTES MODIFIED. 

HV COND VERT SEP 

CHANGED TO 765MM. 

AND DRAWINGS 078518 AND 078521. FOR POLES WITH SUBSTATIONS REFER TO DRAWING 249489, 240383, 

303376 AND 078618.

G
DR'N SM

CH'D BH

DATE 24-01-18

JR No --

MAM B.Hellyer

NOTES & REFERENCES 

MODIFIED. 

REFERENCE TO DR'NS 

FOR COMMS CABLES

ADDED.
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