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RJH

MANAGER ASSET ENGINEERINGPOLE SUBSTATION

HIGH VOLTAGE

ASSEMBLY AND CONSTRUCTION

URBAN, RURAL AND SEMI-RURAL SUBSTATION

240931

- -

- -

06/06/09
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ITEM QTY DESCRIPTION REMARKS
1)

2)

3)

4)

BA006 1 BOLT M20 (POLE+XARM)

BA040-12 2 BOLT M12 (XARM+DOF)

BA060-750 2 BRACE CROSSARM STD 750mm

IA010-I05/6 3 INS. LONG PIN CCT NOTE 1

IA025-ND-T 3 SURGE DIVERTER - NO ELD

IA030 3 DROP OUT FUSE NOTE 2

MA024 9 LUG 1 HOLE SUIT 40mm CCT

MA037-L 1 OH EARTHING CONNECTION-LUG NOTE 3

TRF 1 TRANSFORMER SIZE TO SUIT

XA040 1 XARM HV STD 2700x100x100 NOTE 4

XA060 1 XARM HV STANDOFF 1800x100x100

B
DR'N RJH
CH'D RJH
DATE 14-06-00
JR No WX011249

MNAT JK

NOTES

CARE SHOULD BE TAKEN WHEN INSTALLING CCT DROPPER CABLE

TO ENSURE THAT THE PHASE RELATHIONSHIP BETWEEN THE HV

OVERHEAD MAINS & THE TRANSFORMER IS CORRECT.

DROP OUT FUSES SHALL BE ANGLED TOWARD CENTRE OF POLE FOR

EASE OF OPERATION.

EARTHING TO BE IN ACCORDANCE WITH MCI0005 & SDI100.

FOR TWIN ARM HV (B26) USE 2 x XA040.

DRG REVISED TO SUIT
TRF SUPPLIED WITH
SD, CCT, CABLING &
H/WARE. DETAIL X
ADDED.

HV OH MAINS AS REQUIRED

CONST. No. A25-I & B25 SHOWN

(DOF XARM IS PART OF SUB CONST.)

C
DR'N RJH
CH'D RJH
DATE 01-09-00
JR No N/A

MNAT GSF

HV OH
CONSTRUCTION
REVISED. CABLE
WRAP DETAIL Y
ADDED.

D
DR'N GSF
CH'D GSF
DATE 22/4/09
JR No --

DSM GSF

REDRAWN TO SUIT
NEW CONST. SPACING
AND ASSEMBLY
SYSTEM.

E
DR'N GSF
CH'D GSF
DATE 27-06-10
JR No N/A

MDEB GSF

HV CROSSARM 2.7m
PART OF SUB CONST.
HV CONST.SHOWN
NOW A25-I + B25.
PHASE MARKERS
ADDED
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BA060-750BA006

XA060

XA040

IA010

BA040-12

IA030

MA024

IA025-ND-T

TRF

MIN 40mm CCT
VOLTAGE TO SUIT

TO HV EARTH REFER
DRG 010641 & 010642

PHASE ID
MARKERS-RWB

MA037-L

BA060-750

EARTH STUDS TO BE
FITTED FOR HVABC

HVABC EARTH
TO HV EARTH

DETAIL A

MA024

1
4
1
5

F
DR'N GSF
CH'D GSF
DATE 07/11/14
JR No --

NSM C.Crusafulli

NOTE 4 ADDED. BA040
SIZE CHANGE. TITLE
CHANGED TO
ENDEAVOUR.

USE 80mm

CCT TIE

A


