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NOTES

1. THE CURRENT RATING OF THE LUG SHALL BE EQUIVALENT TO THE CURRENT
RATING OF THE CABLE/S TO A MAXIMUM 1400 AMPS.
ALL DISTRIBUTION SWITCHGEAR WILL ACCEPT BOTH ALUMINIUM OR COPPER
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CIRCUIT BREAKER CABLE LUG
MAXIMUM SIZE CABLE — 630mm?
MAXIMUM No PER PHASE — 4 OFF
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FEEDER FUSED DISCONNECTOR

CATEGORY 2 CABLE LUG

MAXIMUM SIZE CABLE — 240mm?*

MAXIMUM No PER PHASE — 2 OFF

FEEDER FUSED DISCONNECTOR

35 MAXIMUM

CATEGORY 1 CABLE LUG

MAXIMUM SIZE CABLE — 240mm?*
MAXIMUM No PER PHASE — 2 OFF
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