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AMENDMENTS NOTES
A | ORGINAL [77""ALL DIMENSIONS MEASURED ON TOP FACE OF PLINTH. 3. ENSURE SWITCHGEAR IS LEVEL PRIOR TO BOLTING DOWN.
PACK IF NECESSARY.
2. CUBICLE TO BE MOUNTED USING TOE CLAMPS REFER
EQUIPMENT MOUNTING DETAILS B & E. 4. FOR EQUIPMENT MOUNTING DETAILS A, B, C, D, E, F & G
REFER DRG 076389.
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